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4. Fixation
Les DVTR-XXXX peuvent être montés sur des rails «à cha-
peau».

En déterminant l’emplacement de montage, il 
faut tenir compte des indications fournis sous 
la rubrique «Ambiance extérieure» du chapitre  
«3. Caractéristiques techniques»!

Encliqueter le boîtier sur le rail «à chapeau» (EN 50 022) 
(voir Fig. 1).

Fig. 1. Montage sur rail «à chapeau» 35 × 15 ou 35 × 7,5 mm.

5. Raccordements électriques
Raccorder les lignes électriques selon l’indication sur la 
plaquette signalétique.

Lors du raccordement des câbles, s’assurer 
impérativement que toutes les lignes soient 
hors tension!
Danger imminent par tension de mesure 
ou par tension d’alimentation auxiliaire qui 
peuvent être élevées!

Veiller en plus, …

… que les caractéristiques techniques qui per-
mettent de résoudre le problème de mesure 
correspondent aux données mentionnées 
sur la plaquette signalétique du DVTR-XXXX   
(  entrée de mesure,  sortie de mesure et 

 alimentation auxiliaire, voir Fig 5)!

… que la valeur indiquée pour la résistance du circuit 
de sortie ne doit pas être dépassée par le haut 
pour la sortie de courant

Rext max.  [kΩ] ≤ 15 V
IAN [mA]

 (IAN = Valeur finale du courant de sortie)

 et ne soit pas surpassée par le bas pour la sortie 
de tension

Rext min.  [kΩ] ≥
UAN [V]
2 mA

 (UAN = Valeur finale de la tension de sortie)

… que les lignes de sortie de signal de mesure soient 
réalisées par des câbles torsadés et disposées 
à une certaine distance des lignes courant fort!

Au reste, respecter les prescriptions nationales pour 
l’installation et le choix du matériel des conducteurs 
électriques!

Fig. 2. Alimentation auxiliaire
sur bornes 8 et 9.

Fig. 3. Alimentation auxiliaire
sur côté basse tension sur
bornes 12 et 13.

Fig. 4. Alimentation auxiliaire via entrée 
de mesure, donc pas de raccordement 
d’énergie auxiliaire.

U   = Entrée de mesure

  = Sortie de mesure

  = Alimentation auxiliaire
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Fig. 5. Explication des inscriptions sur la plaquette signalétique.
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6. Mise en service et entretien
Enclencher l’alimentation auxiliaire et l’entrée de mesure. 
Il est possible d’interrompre le circuit de sortie pendant le 
fonctionnement pour brancher par exemple un appareil de 
contrôle.

Le convertisseur de mesure ne nécessite pas d’entretien.

7. Indication pour le démontage
Démonter le convertisseur du rail support selon Fig.7.

Fig. 7
 

8. Admission d’appareils

 CSA examiné pour les USA et le Canada
file-nr. 204767

FCC consentement et Canadian DOC déclaration

Cet appareil a été testé et s’est avéré conforme aux limites 
prévues pour les appareils numériques de classe A et à la 
partie 15 des règlements FCC et à la réglementation des 
radio-interférences du Canadian Department of commu-
nications. Ces limites sont destinées à fournir une protec-
tion adéquate contre les interférences néfastes lorsque 
l’appareil est utilisé dans un environnement commercial. 
Cet appareil génère, utilise et peut radier une énergie 
à fréquence radioélectrique; il est en outre susceptible 
d’engendrer des interférences avec les communications 
radio, s’il n’est pas installé et utilisé conformément aux 
instructions du mode d’emploi. L’utilisation de cet appareil 
dans les zones résidentielles peut causer des interférences 
néfastes, auquel cas l’exploitant sera amené à prendre 
les dispositions utiles pour palier aux interférences à ses 
propres frais. 

9. Croquis d’encombrement
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Fig. 8. Boîtier type P13/70 encliqueté sur rail «à chapeau» 
(35 ×15 mm ou 35×7,5 mm, selon EN 50 022).
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Operating Instructions  
Transducer for AC voltage DVTR-XXXX

Safety precautions to be strictly observed are marked 
with following symbols in the Operating Instructions:

Contents
  1. Read first and then ...................................................... 9
  2. Brief description .......................................................... 9
  3. Technical data ............................................................. 9
  4. Mounting ................................................................... 10
  5. Electrical connections ............................................... 10
  6. Commissioning and maintenance ............................. 11
  7. Releasing the transducer .......................................... 11
  8. Agency appprovals ................................................... 11
  9. Dimensional drawing ................................................. 11
10. Declaration of conformity .......................................... 12

1. Read first and then …

The proper and safe operation of the device 
assumes that the Operating Instructions is 
read carefully and the safety warnings given 
in the various Sections

4. Mounting

5.  Electrical connections

6.  Adjustable measuring range

are observed.

The device should only be handled by appropriately trained 
personnel who are familiar with it and authorised to work 
in electrical installations.
Unauthorized repair or alteration of the unit invalidates 
the warranty.

2. Brief description
The DVTR-XXXX measuring transducer is used to convert a 
sine-wave or distorted AC voltage.

The output signal, in the form of a load independent DC 
current or voltage, is proportional to the measured value.

3. Technical data
Measuring input  

Nominal frequency:  50/60 or 400 Hz
Nominal input
voltage: 0 - 20 to 0 - 690 V

Measuring output   

DC current: 0(0.2) - 1 to 0(4) - 20 mA

Burden voltage: 15 V 

Rext max.  [kΩ] ≤ 15 V
IAN [mA]

 IAN = Full output value

DC voltage: 0(0.2) - 1 to 0(2) - 10 V

Rext [kΩ] min. ≥ UA [V]
2 mA

Response time: 50 or 300 ms

Power supply 

AC/DC power pack (DC or 40 - 400 Hz)

Rated voltage Tolerance

85 - 230 V DC / AC DC – 15 to + 33%
AC ± 15%24 -   60 V DC / AC

Power consumption: ≤ 1.5 W resp. ≤ 3 VA

Options

Connected to the low
tension terminal side: 24 V AC or 24 - 60 V DC,
 see Fig.  3

Power supply from 
measuring input 
(self powered): ≥ 24 - 60 V AC or 85 - 230 V AC, 

see Fig 4

  Please note the max. and min. measuring input 
voltage!

Type label
inscription

Input voltage
range
= internal power
supply range

Tolerance
Power
supply
connection

Self powered
by 1/2
(int. 24-60 V)

24 - 60 V AC

± 15%
Internal
measuring
inputSelf powered

by 1/2
(int. 85-230 V)

85 - 230 V AC

Accuracy (acc. to IEC 60 688)

Reference value: Output end value

Basic accuracy: Class 0.5

Safety

Pollution degree: 2

Installation category: III

Environmental conditions

Operating temperature: – 10 to + 55 °C

Storage temperature: – 40 to + 70 °C

Relative humidity of
annual mean: ≤ 75%

Altitude: 2000 m max.

Indoor use statement!
 

External resistance:

External resistance:
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4. Mounting
The DVTR-XXXX can be mounted on a top-hat rail.

Note “Environmental conditions” in Section  
“3. Technical data” when determining the place of 
installation!

Simply clip the device onto the top-hat rail (EN 50 022) (see 
Fig. 1).

Fig. 1. Mounting onto top-hat rail 35 × 15 or 35 × 7.5 mm.

5. Electrical connections
Connect the electrical conductors acc. to the instructions 
on type label.

Make sure that all input cables are not live 
(potential-free) when making the connec-
tions!
Impending danger by high input voltage or 
high power supply voltage!

Also note that, …

… the data required to carry out the prescri-
bed measurement must correspond to those 
marked on the nameplate of the DVTR-XXXX   
(  measuring input,  measuring output 
and  power supply, see Fig. 5)!

… the resistance in the output circuit may not over-
range the current output value

Rext max.  [kΩ] ≤ 15 V
IAN [mA]

 (IAN = current output value)

 and not underrange the voltage output value

Rext min.  [kΩ] ≥
UAN [V]
2 mA

 (UAN = voltage output value)

… the measurement output cables should be twisted 
pairs and run as far as possible away from heavy 
current cables!

In all other respects, observe all local regulations when 
selecting the type of electrical cable and installing them!

Fig. 2. Power supply to
terminals 8 and 9.

Fig. 3. Power supply connected 
to the low tension to terminals 
12 and 13.

Fig. 4. Power supply internal 
from measuring input, power 
supply not required.

U  = Measuring input
 = Measuring output
 = Power supply
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Fig. 5. Declaration to type label
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6. Commissioning and maintenance
Switch on the power supply and the measuring input. It is 
possible during the operation to disconnect the output line and 
to connect a check instrument, e.g. for a functional test.

No maintenance is required. 

7. Releasing the transducer
Release the transducer from a top-hat rail as shown in  
Fig.7.

Fig. 7

8. Agency approvals

 CSA approved for USA and Canada
file-nr. 204767

FCC Compliance and Canadian DOC Statement

This equipment has been tested and found to comply with 
the limits for a Class A digital device, pursuant to both part 
15 of the FCC Rules and the radio interference regulations 
of the Canadian Department of Communications: These 
limits are designed to provide reasonable protection against 
harmful interference when the equipment is operated in a 
commercial environment. This equipment generates, uses 
and can radiate radio frequency energy and, if not installed 
and used in accordance with the instruction manual, may 
cause harmful interference to radio communications. 
Operation of this equipment in a residential area is like to 
cause harmful interference in which case the user will be 
required to correct the interference at his own expense. 

9. Dimensional drawing

70

69
.1

114.1

112.5

4 51

10

98762

11

3

12 13

Fig. 8. Housing type P13/70 clipped onto a top-hat rail 
(35 ×15 mm or 35×7.5 mm, acc. to EN 50 022).



Page 12 of 127004-00065-A Rev --.indd 8/12/09

10. Konformitätserklärung / Certificat de conformité / Declaration of conformity

        DVTR-XXXX

EG - KONFORMITÄTSERKLÄRUNG
EC DECLARATION OF CONFORMITY 

Dokument-Nr. /  U553.DOC 
Document.No.:   

Herstel ler / Camil le Bauer AG
Manufacturer:  Switzer land 

Anschr i f t  /  Aargauerstrasse 7 
Address: CH-5610 Wohlen 

Produktbezeichnung/ Messumformer für Wechselspannung mit Hil fsenergie- 
 Anschluss
Product  name: Transducer for  AC vol tage, wi th power supply connect ions 

Typ /  Type: SINEAX U 553 

Das bezeichnete Produkt  st immt mit  den Vorschr i f ten fo lgender Europäischer Richt l in ien
überein,  nachgewiesen durch die Einhal tung fo lgender Normen: 

The above ment ioned product  has been manufactured according to the regulat ions of  the fo l -
lowing European direct ives proven through compl iance wi th the fo l lowing standards:  
 
Nr. /  No. Richtl inie /  Directive 
2004/108/EG
2004/108/EC

Elekt romagnet ische Ver t räg l ichke i t  -  EMV-Richt l in ie  
E lect romagnet ic  compat ib i l i ty  -  EMC d i rect ive 

 
EMV /  
EMC

Fachgrundnorm /  
Generic Standard 

Messverfahren /  
Measurement methods 

Störaussendung /  
Emiss ion

EN 61000-6-4 :  2007 EN 55011 :  2007+A2:2007 

Stör fes t igke i t  /  
Immuni ty 

EN 61000-6-2 :  2005 IEC 61000-4-2:  1995+A1:1998+A2:2001 
IEC 61000-4-3:  2006+A1:2007 
IEC 61000-4-4:   2004 
IEC 61000-4-5:   2005 
IEC 61000-4-6:   2008 
IEC 61000-4-11:  2004 

Nr. /  No. Richtl inie /  Directive 
2006/95/EG

2006/95/EC

Elekt r ische Bet r iebsmi t te l  zur  Verwendung innerha lb  best immter  Spannungs-
grenzen – Niederspannungsr icht l in ie  –  CE-Kennzeichnung :  95 
Elect r ica l  equipment  for  use wi th in  cer ta in  vo l tage l imi ts  –  Low Vol tage Di rec-
t ive  –  At tachment  o f  CE mark ing :  95 

 
EN/Norm/Standard IEC/Norm/Standard 
EN 61010-1:  2001 IEC 61010-1:  2001 

Ort ,  Datum /  
Place, date:  

Wohlen,  17.  Februar 2009 

Unterschr i f t  /  s ignature:   

M. Ulr ich  J.  Brem  
Le i te r  Techn ik  /  Head  o f  eng ineer ing  Qua l i t ä t smanager  /  Qua l i t y  manager  


